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NEW WORK KEYED NOTES:

(THIS DRAWING ONLY)

@ 6°SD—UP TO ROOF DRAIN.

@ VENT PIPING UP TO VENT THRU ROOF.

@ PROVIDE AND INSTALL NEW 2" HUB DRAIN IN CABINET SPACE FOR ICE
MAKER.

@ PROVIDE AND INSTALL NEW FLOOR DRAIN WITH CHEMICALLY RESISTANT
ELASTOMER FLOOR DRAIN TRAP SEAL PROTECTION DEVICE.

(5) 4"SD-UP&DN.
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7 T s - iI= == | S — A THESE DRAWINGS ARE DIAGRAMMATIC ONLY AND ARE NOT TO BE
CORRIDOR N ik 1 ACL AN MR S| CONEERBNORL L hii SCALED. FIELD VERIFY ALL DIMENSIONS, PIPE SIZES, AND INVERTS.
W-18 B CORRIDOR —N I : [ ] | PL528 C~ I _— REFER TO ARCHITECTURAL DRAWINGS FOR DIMENSIONS AND
R ik | o) i 54 D -.J_H—__Ll_____l A LOCATIONS OF ALL PLUMBING FIXTURES AND EQUIPMENT.
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= = e e e, R EET: o I o N ‘ U\é T S aee LITATNT ¥ B.  COORDINATE PIPE ROUTING WITH DUCT ROUTING, EQUIPMENT
ﬁmm Elevalo 1 7 J L Y \\ ’f [ ] 1 . \‘ ) f@ LOCATIONS, ELECTRICAL INSTALLATIONS, AND BUILDING STRUCTURAL
B o T N O N I e R il = =l H H H H | ‘ ; ; ; =t — 'bl . pe=—-—- - =a f I —— T MEMBERS. OFFSET PIPING WHERE REQUIRED TO AVOID CONFLICTS.
R [209] il = | 5 5 | N —(&) AVOID PENETRATING ANY MAIN STRUCTURAL BEAM. NOTIFY COR OF
— =] U I Y, @ ANY CONFLICTS.
i SUBAITING i — |
\ : — 1T C. CONTRACTOR SHALL REMOVE AND REPAIR PORTIONS OF FLOORS,
I B . — CEILINGS AND/OR SLABS AFFECTED BY PLUMBING MODIFICATIONS.
— j REPAIR SURFACES TO MATCH EXISTING UNLESS NOTED OTHERWISE

V= ON ARCHITECTURAL DRAWINGS.

D. CONTRACTOR SHALL INSPECT AND ROD OUT EXISTING SANITARY
WASTE AND/OR SEWER PIPING BEFORE MAKING ANY NEW

B CONNECTIONS. CONTRACTOR SHALL NOTIFY OWNER AND COR OF ALL
[] ] \\/ SANITARY SEWER WHICH IS NOT SERVICEABLE AND REQUIRE
REPLACEMENT.

E. PRIOR TO PERFORMING ANY PLUMBING WORK OR PURCHASING ANY
é WASTE DRAIN AND VENT PIPING MATERIALS VERIFY EXACT LOCATION, ROUTING, AND PIPE SIZES, ETC.
FOURTH FLOOR NEW WORK PLAN OF ALL EXISTING SANITARY SEWER, VENT, AND STORM DRAINAGE
SCALE: 1/8" = 1-0" " % i PIPING.
e —
PLAN  TRUE F.  PROVIDE CLEANOUT(S) AS REQUIRED BY INTERNATIONAL PLUMBING
NORTH  NORTH CODE, LOCAL CODE, AND/OR WHERE HORIZONTAL SANITARY SEWER

PIPING CHANGES DIRECTION OVER 45'.

G. NEW 2" SANITARY SEWER PIPING SHALL BE SLOPED A MINIMUM TWO
PERCENT, ONE—QUARTER INCH PER FOOT. NEW 3" AND 4" SANITARY
SEWER PIPING SHALL BE SLOPED A MINIMUM ONE PERCENT,
ONE-EIGHT INCH PER FOOT.

H.  ALL HORIZONTAL STORM DRAINAGE PIPING SHALL BE INSULATED.

| REFER TO ISOMETRIC RISER DIAGRAMS PLUMBING DRAWING PL201
FOR PIPE SIZES.
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